Naval Station Norfolk OQutage Effects
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Switchout Outage - 12 hours starting at 2359 on 22 JULY 2005
Switchback Qutage - 2 hours starting at 1001 on 23 JULY 2005
5 minute outage - 5 min starting at 2354 on 22 JULY 2005

Electrical Generator

Lights Affected During Switchout

Trash Compactors Affected During Switchout
Trash Compactors Affected During Switchback
Traffic Signals Affected During Switchout
Traffic Signals Affected During Switchback

PumpStations Affected During Switchout
PumpsStations Affected During Switchback
XFMRS Affected During Switchout
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XFMRS Affected During Switchback

¥l Substations Affected During Switchback

gssssss] Substations Affected During Switchout
- Facilities Affected During Switchback
- Facilities Affected During Switchout
|:| Facilities Affected by 5 min outage
|:| Unaffected Facilities

m Demolished Facilities
|:| Parking Area
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